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Diffraction-free Bessel beams have attracted major interest because of their stability even in
regimes of nonlinear propagation and filamentation. However, Kerr nonlinear couplings are known
to induce significant longitudinal intensity modulation, detrimental to the generation of uniform
plasma or for applications in the processing of transparent materials. These nonlinear instabilities
arise from the generation of new spatio-spectral components through an initial stage of continuous
spectral broadening followed by four wave mixing. In this paper, we investigate analytically and
numerically these processes and show that nonlinear instabilities can be controlled through shaping
the spatial spectral phase of the input beam. This opens new routes for suppressing the nonlinear
growth of new frequencies and controlling ultrashort pulse propagation in dielectrics.
I. INTRODUCTION
Diffraction-free Bessel beams are formed from a conical
energy flow and yield a near-uniform intensity distribu-
tion along a line focus [1]. For high power laser pulses
injected into transparent dielectrics, this beam structure
can sustain quasi propagation-invariant regimes of fila-
mentation, which are highly advantageous in reducing
nonlinear distortion and instabilities during propagation.
This has been shown to yield significant improvement in
controlling energy deposition, and has been the subject of
intense interest for generating long and uniform plasma
channels [2–4] and creating high aspect ratio structures
in micro- and nano-machining applications [5–9]. The
application of Bessel beams in laser processing and fila-
mentation has also been demonstrated for Bessel vortices
[10].
However, although the level of nonlinear distortion
during Bessel beam propagation is greatly reduced com-
pared to Gaussian beams at comparable peak intensi-
ties, residual nonlinear instability effects can still occur
and induce significant oscillations of the on-axis intensity
[3, 11, 12]. This is clearly detrimental for the creation of
longitudinally-uniform structures in material processing,
and thus controlling these instabilities is of central im-
portance to extend the applicability of Bessel beams.
Such nonlinear instabilities were first investigated in
1989 in association with the optical breakdown in gases
and discussed in terms of cubic nonlinearity and plasma
dynamics [12]. Gadonas et al. subsequently inves-
tigated the relation between nonlinear instabilities in
Bessel beams and the distortion of their spatial spec-
trum [11]. Using phase-matching arguments and consid-
ering four wave mixing interactions, they showed that a
Bessel beam with radial wavevector kr0 can sustain Kerr
self-action which deforms its spatial spectrum to generate
two additional spectral components: an axial wave com-
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ponent with kr = 0 and a secondary conical wave with
kr =
√
2kr0 [11, 13]. Their numerical simulations high-
lighted the development of an intensity modulation of
Bessel beams along the propagation direction which was
explained by the interference of the conical beam with the
axial wave component. Experimental signatures of this
spectrum distortion was demonstrated in [11, 13, 14].
In order to achieve stable propagation of Bessel beams,
it is necessary to overcome these Kerr-induced instabili-
ties [15]. Porras et al investigated the stability of Bessel
beams in the presence of nonlinear losses and showed that
nonlinear instabilities can be significantly suppressed if
multiphoton absorption prevails over Kerr nonlinearity
[2]. This condition can be satisfied for relatively high in-
put power and high cone angles [2, 16], and experimental
demonstration was performed in [2, 14, 17]. However,
since this imposes strong constraints on the geometrical
and physical properties of the input Bessel beam, this
approach is not suitable in all applications. In other
work, Polesana et al. investigated the effect of the in-
put injection condition to the nonlinear medium [3] and
showed that the Kerr-induced instabilities can be attenu-
ated if the Bessel beam is progressively formed inside the
Kerr medium. In contrast, if the Bessel beam is formed
prior entering the medium, it was shown to exhibit sig-
nificant instabilities and quasi-periodic intensity modu-
lation along the propagation direction.
Recently, we have shown that these instabilities can be
significantly mitigated by appropriate control of the in-
tensity evolution of Bessel beams along the propagation
distance [18]. In particular, we qualitatively identified
the role of the spatial spectral phase in reducing the ef-
ficiency of Four Wave Mixing (FWM) and the growth of
related nonlinear instabilities. In this paper we present
an extended analysis of this problem, and through both
analysis of the FWM process and numerical simulations,
we obtain significant new insights into the physical ori-
gins of these instabilities, and identify particular quan-
titative parameter regimes in which they can be sup-
pressed. Note that our approach is complementary to
the work in Refs 2, 3, 19, and 20 where propagation is
2analyzed in terms of a linearized stability analysis, and
where nonlinear losses are shown to give rise to an attrac-
tor (nonlinear unbalanced Bessel beam). Here, in con-
trast, we neglect nonlinear losses to isolate the effect of
input beam shaping on Four-wave mixing efficiency and
growth of the intensity oscillations in the Bessel beam.
This paper is organized as follows. We first develop
in Section II an analytical model of four wave mixing
that allows us to describe the cascade of nonlinear ef-
fects that lead to the generation of new spatial spectral
components. In section III, we examine the dynamics of
the growth of new spatial spectral components and show
that an initial phase of spectral broadening is the major
driver for instabilities. In section IV, we develop a re-
duced model with only the essential terms responsible for
spectral broadening which allows us to take into account
the spectral width - in the spatial domain - of Bessel
beams. In section V, we will use this model to discuss
the dependence of nonlinear instabilities on the precise
injection condition of an incident Bessel beams with re-
spect to a nonlinear medium (referred to as the “soft”
and “abrupt” transition cases) considering in particular
the influence of the initial spectral phase. Finally in sec-
tion VI, we consider previous numerical results studying
the nonlinear propagation of Bessel beams with shaped
on-axis intensity profiles [18], with our modelling allow-
ing us to understand why specific input spectral phases
lead to the reduction of nonlinear instabilities.
II. FOUR WAVE MIXING IN BESSEL BEAMS
In 1996, Tewari et al introduced a theoretical model
to describe Third Harmonic Generation (THG) in Bessel
beams [21]. Our theoretical model follows the same ap-
proach. However, instead of THG nonlinear terms, we
consider four wave mixing (FWM) interactions to study
nonlinear spectral distortions in Bessel beams related to
Kerr-induced instabilities. Importantly, our focus is on
the growth of spatial frequencies kr in a monochromatic
model such that we do not consider dynamics related to
the growth of new temporal frequencies ω. However, we
stress that the formalism developed here could be ex-
tended to describe the full picture of simultaneous non-
linear dynamics in both spatial and temporal domains.
We note the monochromatic approximation has proven
successful in interpreting experimental results obtained
with pulsed beams with typical pulse durations of some
hundreds fs, peak powers in the order of TW.cm−2, cone
angles of a few degrees [2, 3, 10, 11, 14] as we will use here
as numerical examples, for the nonlinear propagation of
ultrafast Bessel beams in fused silica. This approxima-
tion is valid as long as temporal reshaping is not too
strong.
We first compute the third order nonlinear polariza-
tion and select the relevant nonlinear terms which have
direct impact on the generation of new spectral compo-
nents. We will then include these terms in the Helmholtz
equation which we study analytically and numerically.
A. Third order nonlinear polarization
Nonlinearity in Kerr media appears through the third
order nonlinear polarization PNL, written as:
PNL = ε0χ
(3)EEE (1)
where ε0 is the dielectric permittivity in vacuum, χ
(3) is
the third order susceptibility and E is the total electric
field. We consider monochromatic waves, oscillating at
(temporal) frequency ω0. We consider four waves Ej , of
amplitude Aj , linearly polarized along the same axis x
and possessing different longitudinal spatial frequencies
kzj . The total electric field is then written:
E =
1
2
x
4∑
j=1
Ajexp[i(ω0t− kzjz)] + c.c (2)
If we substitute Eq. (2) in Eq. (1), we find that the non-
linear polarization consists of many terms covering all
possible nonlinear interactions including terms respon-
sible for Third Harmonic Generation (THG) and those
preserving the same temporal frequency ω0. Neglecting
THG terms because we investigate only the ω0 compo-
nents, the nonlinear polarization can be written as:
PNL,ω0 =
3
8
ε0χ
(3)x
[
pNL,ω0e
iω0t + c.c
]
(3)
where
pNL,ω0 =
4∑
j=1
(|Aj |2Aje−ikzjz)+ 4∑
j=1,j 6=m
2 |Aj |2Ame−ikzmz +
4∑
j=1,j 6=m
A2jA
∗
me
−i(2kzj−kzm)z (4)
+
4∑
j=1,j<l<m
2
(
AjAlA
∗
me
−i(kzj+kzl−kzm)z +AjA∗lAme
−i(kzj−kzl+kzm)z +A∗jAlAme
−i(−kzj+kzl+kzm)z)
The first two terms of Eq. (4) describe Self-Phase- Modulation (SPM) and Cross-Phase-Modulation (XPM).
3The other terms describe Four-Wave-Mixing (FWM),
with the first term A2jA
∗
me
−i(2kzj−kzm)z being the degen-
erate process where the two pump waves are identical
while the other terms being non-degenerate processes.
Our aim is to study the generation of new spectral
components and their evolution along the propagation
direction. In the following, we consider the waves E1
and E2 as the high-intensity pump waves whereas E3 and
E4 correspond to the signal and idler waves respectively.
We describe the evolution of the spatial spectrum with
propagation as a cascading process where E3 is generated
first by cross interaction of the pump waves. Then, four-
wave mixing will amplify E3 and E4. This approach is
consistent with the scaling performed by Gadonas et al
[11].
We separate the terms of the nonlinear polarization in
Eq. (4) according to the content of the exponents (which
is equivalent to momentum conservation). This leads to:
p
(1)
NL,ω0
eikz1z =
(|A1|2 + 2 |A2|2)A1 (5a)
p
(2)
NL,ω0
eikz2z =
(|A2|2 + 2 |A1|2)A2 (5b)
p
(3)
NL,ω0
eikz3z =2
(|A1|2 + |A2|2)A3 +A21A∗2e−i(2kz1−kz2−kz3)z +A22A∗1e−i(2kz2−kz1−kz3)z (5c)
+A21A
∗
4e
−i(2kz1−kz3−kz4)z +A22A
∗
4e
−i(2kz2−kz3−kz4)z
+ 2
(
A1A2A
∗
4e
−i(kz1+kz2−kz3−kz4)z +A1A∗2A4e
i(−kz1+kz2+kz3−kz4)z +A∗1A2A4e
i(kz1−kz2+kz3−kz4)z)
p
(4)
NL,ω0
eikz4z =2
(|A1|2 + |A2|2)A4 (5d)
+A21A
∗
3e
−i(2kz1−kz3−kz4)z +A22A
∗
3e
−i(2kz2−kz3−kz4)z
+ 2
(
A1A2A
∗
3e
−i(kz1+kz2−kz3−kz4)z +A1A∗2A3e
−i(kz1−kz2+kz3−kz4)z +A∗1A2A3e
−i(−kz1+kz2+kz3−kz4)z)
For p
(1)
NL,ω0
and p
(2)
NL,ω0
, we have neglected all con-
tributions of A3,4 as they are much smaller than A1,2.
Similarly, for p
(3)
NL,ω0
and p
(4)
NL,ω0
, we have neglected all
terms scaling with A23,4. We note that the two contribu-
tions A21A
∗
2e
−i(2kz1−kz2−kz3)z and A22A
∗
1e
−i(2kz2−kz1−kz3)z
(first line of Eq. (5c)) will be particularly important for
the rest of this paper. They arise from the XPM-like
interaction with the pump, and scale as third power of
the pump field and generate non-phase matched spectral
broadening around the pump. The other 5 last terms
scale with the second power of the pump and will con-
tribute to amplification via four-wave mixing processes.
With this expression for the nonlinear polarization, we
can now use the wave equation to derive the evolution of
the fields.
In the expression p
(3)
NL,ω0
, the first two terms are cross-
phase modulation terms that do not contribute efficiently
to new spectral frequency generation in our case. The
third and fourth, just mentioned above, are in third
power of the pump while the rest of the nonlinear po-
larization terms are in second order of the pump. In the
following, we will see that third and fourth terms will gen-
erate a crucial non-phase matched spectral broadening
around the pump while the other terms will contribute
to amplification via four-wave mixing processes. As the
terms corresponding to the spectral broadening are more
efficient, these will be the drivers for the cascade of four
wave mixing. Now, we can use the wave equation to de-
rive the evolution of the fields.
B. Evolution of the spatial spectrum along the
propagation
The starting point is the scalar wave equation describ-
ing the full field
∑4
j=1Ej . We separate the full-field wave
equation into four independent equations by using the
separation approach described above:
∆Ej − εr
c2
∂2Ej
∂t2
= µ0
∂2P
(j)
NL
∂t2
(6)
We now follow the approach in Ref. [21]: for each of the
waves, we will only consider ideal Bessel beams defined by
the J0 Bessel function. To further simplify the analysis,
we consider that the pump amplitude is undepleted with
propagation. This, of course, implies that our analysis
will only be valid for propagation distances shorter than
the typical depletion scale length (in the examples shown,
typically on the order of 1000 µm). The envelopes of the
four interacting waves Aj are then written as follows:
Aj = aj(z) J0(krjr) (7)
where krj is the transverse spatial frequency of the enve-
lope Aj . Since we developed an expression of P
(j)
NL with
the same form as Ej , we can develop Eq. (6) without the
complex conjugate terms [21]. It becomes:
2ikzj
∂aj(z)
∂z
J0(krj) =
k20
ε0
p
(j)
NL,ω0
(8)
We multiply both parts of Eq. (8) by rJ0(kr4r) and in-
tegrate over 0 to rf which denotes the upper integration
4limit such as rf  1/kr0. In other words, we perform
Hankel transformation and thus study the evolution of
the waves in Fourier space. The upper integration bound-
ary rf is chosen finite so as to avoid infinite integrals or
to avoid the introduction of apodization functions such
as in Ref. [11]. According to Ref. [22]:
∫ rf
0
rJ20 (krjr)dr = r
2
f/2(J
2
0 (krjrf ) + J
2
1 (krjrf ))
Then using the asymptotic expressions of both Bessel
functions [22], i.e.
Jα(krjr) =
√
2
pikrjr
cos
(
krjr − αpi
2
− pi
4
)
, α = 0, 1
This integral can be approximated to:∫ rf
0
rJ20 (krjr)dr ≈
rf
pikrj
(9)
which is proportional to 1/krj , in agreement with Ref.
[21].
Using the simplifications described in the previous sec-
tion: A1 ≈ A2 ≈ A0 = a0J0(kr0r) and kz1 ≈ kz2 ≈ kz0,
where kz0 = k cos θ with θ the cone angle of the pump
Bessel beam, our system of equations becomes:
∂a0(z)
∂z
=− 3iC0 tan(θ0)I(00)TPMa0(z) (10a)
∂a3(z)
∂z
=− iC0 tan(θ3)
(
4I
(33)
TPMa3(z) + 2I
(03)
TPMe
−i(∆k03+ΦNL0 )z (10b)
+ 4I
(34)
TPMa
∗
4(z)e
−i(∆k034+2ΦNL0 )z + 4I(34)TPMa4(z)e
i∆k34z
)
∂a4(z)
∂z
=− iC0 tan(θ4)
(
4I
(44)
TPMa4(z) (10c)
+ 4I
(34)
TPMa
∗
3(z)e
−i(∆k034+2ΦNL0 )z + 4I(34)TPMa3(z)e
−i∆k34z
)
where C0 = pi
k2
rf
n2
n0
I0. Here we write the solution of Eq.
(10a) as: a0(z) =
√
I0exp
(−iΦNL0 z) where I0 is the peak
input intensity. Solving Eq. (10a) we obtain:
ΦNL0 = 3C0 tan(θ0)I
(00)
TPM (11)
The Transverse Phase Matching (TPM) integrals I
(j)
TPM
are defined as:
I
(00)
TPM =
∫ rf
0
J40 (kr0 r) r dr (12a)
I
(03)
TPM =
∫ rf
0
J30 (kr0 r) J0(kr3 r) r dr (12b)
I
(34)
TPM =
∫ rf
0
J20 (kr0 r) J0(kr3 r) J0(kr4 r) r dr (12c)
I
(33)
TPM =
∫ rf
0
J20 (kr0 r) J
2
0 (kr3 r) r dr (12d)
I
(44)
TPM =
∫ rf
0
J20 (kr0 r) J
2
0 (kr4 r) r dr (12e)
The indices relate to the waves involved in the last two
Bessel functions in the integrals. Longitudinal wavevec-
tor mismatch terms are defined as: ∆k03 = kz0 − kz3,
∆k034 = 2kz0−kz3−kz4 and ∆k34 = kz3−kz4. The lon-
gitudinal phase matching conditions (when the wavevec-
tor mismatch defined above equals zero) are the same
as those reported in Ref. [11]: the first one corresponds
to FWM interaction of the proposed “first approxima-
tion” of the nonlinear Schro¨dinger Equation (NLSE). For
this approximation, the same TPM integral as I
(03)
TPM was
also defined. Similarly, the other two Longitudinal Phase
Matching (LPM) conditions were defined for the pro-
posed “second approximation” of the NLSE along with
I
(34)
TPM .
Hence, the signal and idler waves of our model can be
assimilated to solutions of the first and second order ap-
proximations of the NLSE of Ref. [11]. Our target here is
to build a fully explicit model where the mechanism ac-
tually driving the generation of new spectral components
can be analytically identified. However, before integrat-
ing Eqs. (10b) and (10c), we first show numerical results
so that we can later compare analytical results with nu-
merical modelling results of the full NLSE.
5III. DYNAMICS OF THE GROWTH OF NEW
SPECTRAL COMPONENTS
A. Numerical model and results
Our numerical simulations are based on the nonlinear
Schro¨dinger equation (NLSE) given in Refs. [11, 23] for
a monochromatic beam propagating in a Kerr medium :
∂A
∂z
=
i
2k
∆⊥A+
ik n2
n0
|A|2A (13)
where A is the linearly polarized complex amplitude
of the laser electric field, ∆⊥ = 1/r∂/∂r + ∂2/∂r2 is
the transverse Laplacian operator, r and z are the ra-
dial and axial coordinates, k is the wavevector in the
medium, n0 and n2 are the linear and nonlinear refrac-
tive indices. Parameters of our simulations are given
in Table I and correspond to the realistic propagation
of a high-intensity pulse in fused silica. Since nonlin-
ear instabilities stem mainly from Kerr nonlinearities, we
neglected other nonlinear effects (particularly nonlinear
losses which are known attenuate nonlinear instabilities
[2, 3]) so as to isolate the effect of intensity shaping on
the control of nonlinear instabilities in Bessel beams.
The input field (a Bessel-Gauss (BG) beam) is mod-
eled by a Gaussian beam with a spatial phase charac-
terizing the axicon conical focusing: ABG(r, z = 0) =
A0exp
(−r2/w20 − k r sin(θ)) where w0 is the input Gaus-
sian beam waist [3, 24].
The results of the integration of Eq. (13), based on a
split-step algorithm are shown in Fig. 1. In Fig. 1(a),
we plot the evolution of the intensity as a function of ra-
dial distance r and propagation distance z. We observe
that the beam intensity undergoes longitudinal modula-
tion not only along the central core but also in the pe-
ripheral rings. The on-axis intensity, i.e. the intensity
I(r = 0, z), is shown in Fig. 1(b), where the intensity
oscillations, with a period of ∼180.5 µm, are clearly ap-
parent.
In Fig. 1(c), the spatial spectrum |A˜(kr, z)|2 is plot-
ted as a function of the propagation distance. We recall
that the spatial spectrum of a Bessel beam, in the linear
regime, is in the form of a ring centered around the Bessel
transverse frequency kr0 = 0.8 µm
−1 [24]. We display
the evolution of a cross-section along the propagation
distance. After an initial stage of spectral broadening
around the central frequency kr0, we notice the gener-
ation of two particular spectral components at kr ≈ 0
TABLE I. Numerical parameters used in simulations
λ (µm) 0.8
n 1.45
n2 (m
2/W) 2.48 10−20
θ (◦) 4
w0 (µm) 300
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FIG. 1. NLSE simulation results: (a) intensity distribution
of a BesselGauss (BG) beam propagating in a pure nonlinear
Kerr medium as a function of the radial and propagation dis-
tances r and z (Input peak intensity of the Gaussian beam
33.7 GW cm−2), (b) the corresponding on-axis intensity, (c)
the spatial spectrum distribution |A˜(kr)|2/|A˜(kr0|2| (logarith-
mic scale dB) and (d) the spectral intensity of the axial wave
(solid line) and outer ring in linear scale (dashed line) along
the propagation distance. The intensity of both spectral com-
ponents are normalized to the maximal intensity value of the
central frequency.
and kr ≈ 1.5kr0. These components are respectively re-
ferred to as the axial wave and outer ring (kr ∼
√
2kr0)
as mentioned in the introduction and reported in previ-
ous works [11, 14, 18]. It is the interference of the in-
put Bessel beam with the two new spectral components
which generates the oscillations observed on the on-axis
intensity distribution. (The interference pattern was ini-
tially interpreted only as interference between the Bessel
beam and the axial wave, but we note that the secondary
wave also generates interference with precisely the same
period).
In more detail, Fig. 1(c) shows two regimes. From
a propagation distance range from 0 to z ∼ 2600 µm,
the spatial spectrum progressively broadens around the
central frequency. It is only for further propagation dis-
tances that the growth of the axial wave and outer ring is
efficient. We specifically show the evolution of these spec-
6tral components in Fig. 1(d). In Fig. 1(c), we also note
parabolic-like structures for spatial frequencies around
kr0. Those were not discussed in previous literature and
our analytical model will allow us to explain them.
B. Analysis using the Four Wave Mixing model
Here we show that the main characteristics of the first
and second regime can be qualitatively described using
the Four-Wave Mixing model developed in the previous
section (Eqs. (10b,10c)).
For very short propagation distances, since the ampli-
tude of a4 is near 0, as discussed in section II A above,
we first neglect the terms in a4 in the expression of the
evolution of a3 (Eq. (10b)).
This becomes:
∂a3(z)
∂z
= −iC0 tan(θ3)
[
4I
(33)
TPMa3(z) (14)
+ 2
√
I0I
(03)
TPMe
−i(kz0−kz3+ΦNL0 )z
]
Using ΦNL3 = 4C0 tan(θ3)I
(33)
TPM and ∆k
eff
03 = ∆k03 +
ΦNL0 − ΦNL3 , a3 is given by:
a3(z) = −2iC0
√
I0 tan(θ3)I
(03)
TPMe
−i(∆keff03 z/2+ΦNL3 z)
× z sinc
(
∆keff03 z/2
)
(15)
This result will be very important in the following sec-
tions of the paper. Then we can compute the evolution
of the idler wave with Eq. (10c), using the expression of
the signal wave a3 computed above.
Similarly, using, ΦNL4 = 4C0 tan(θ4)I
(44)
TPM and
∆keff04 = kz0 − kz4 + ΦNL0 − ΦNL4 , ∆keff034 = ∆k034 +
2ΦNL0 −ΦNL3 −ΦNL4 , and ∆keff34 = ∆k34 + ΦNL3 −ΦNL4 .
a4 is given by:
a4(z) =− 8iC20
√
I0I
(03)
TPMI
(34)
TPM
tan(θ3) tan(θ4)
∆keff03
e−iΦ
NL
4 z
×
{
2 exp
(
−i∆keff04 z/2
)
z sinc
(
∆keff04 z/2
)
− exp
(
−i∆keff034 z/2
)
z sinc
(
∆keff034 z/2
)
− exp
(
−i∆keff34 z/2
)
z sinc
(
∆keff34 z/2
)}
(16)
1. First regime: Spatio-Spectral broadening characteristics
Using Eq. (15), we show in Fig. 2(a) the evolution
of the intensity of a3(z) along the propagation direction
for different values of kr3. In the figure, the nonlinear
phases ΦNL0 and Φ
NL
3 were evaluated for an intensity
of 18 TW/cm2 as for the peak power in Fig. 1. We
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FIG. 2. Evolution of frequency-resolved intensity of the (top)
signal and (bottom) idler waves along propagation. The latter
is computed for θ3 = 0.005θ0.
also choose the same pump cone angle θ = 4◦ as in our
numerical simulation of the NLSE.
This regime qualitatively reproduces the first growth
stage discussed earlier (propagation from 0 to z = 2600
µm). The signal wave (a3) oscillates for frequencies that
are away from the central frequency kr0 and exhibits
parabolic-like fringe structure in the kr − z space, con-
sistent with NLSE simulation results (Fig. 1(c)). These
parabolic structures oscillate with a frequency-dependent
period: p(kr3) = 2pi/∆k
eff
03 where we can neglect the
nonlinear phase to obtain:
p(kr3) ' 2pi|kz0 − kz3| '
4pik
|k2r0 − k2r3|
This result is in very good quantitative agreement with
the oscillation period observed in Fig. 1. For instance,
for kr3 = 0.5kr0, the expression above gives a period of
302 µm, while the numerical result is 295 µm.
2. Second regime: Growth of new spectral components and
interference pattern
After this initial spectral broadening, numerical results
show that both the axial wave and outer ring will be am-
plified for z > 2600 µm. Now, we show that in this
second regime, an axial wave (kr ' 0) and an outer ring
(kr ' √(2)kr0) are amplified. This amplification is de-
scribed by the expression of a4.
The transverse phase matching integral I
(34)
TPM peaks
for kr3 ' 0. Therefore, we plot in Fig. 2(b) the
7frequency-resolved evolution of |a4(z)|2 for a signal wave
a3 at kr3 close to zero. We observe the amplification of an
axial wave (kr4 ' 0) and of an outer ring kr4 '
√
(2)kr0.
The axial wave arises from the last term in Eq. (16),
for which ∆keff34 = 0 and the outer ring arises from
the second to last term in the same equation, for which
∆keff034 = 0.
We note that our description does not yet take into
account the complete set of signal waves a3 that are con-
tinuously generated in the first spectral broadening stage
as the analysis would be extremely laborious.
In summary, we have shown that our model can ex-
plain detailed features of the nonlinear propagation of
Bessel-Gauss beams. We have seen that it is the initial
broadening stage (generating the wave a3) that deter-
mines the efficiency of the FWM-induced amplification
in the subsequent stage. In the next section, we will ex-
pand our theory to take into account the spectral phase
of the pump. To simplify our analysis, we will restrict
ourselves to the first broadening regime.
IV. REDUCED MODEL
Here we will describe the generation of a3 when taking
into account the fact that the input pump Bessel beam
is spectrally extended. We will see in the next sections
how the spectral phase will impact the growth of a3.
We restart our analysis from Eq. (14). In this expres-
sion, the first nonlinear term, −4iC0I(33)TPM tan(θ3)a3, cor-
responds to cross-phase modulation and is much weaker
than the second term. Therefore, to simplify our anal-
ysis, we neglect the first term in our reduced model.
We also drop out the nonlinear phase terms. Now, we
take into account a pump beam described by: A0 =√
I0
∫
dkrS(kr)J0(krr)e
iφ(kr) where S(krj) stand for the
amplitude distribution of the spectral components of the
pump and signal waves. The complex spatial spectra are
given by: S˜(kr) = Sj(kr)exp[iφj(kr)]. This way, it is
possible to take into account the input spectral distribu-
tion by associating with each spectral component the cor-
responding amplitude and phase values. Equation (14)
becomes:
∂a3(z)
∂z
= −2iC0
√
I0 tan(θ3)e
ikz3z
∫ rf
0
J0(krj r)
×
{[∫
dkrS(kr)J0(krr)e
iφ(kr)−ikzz
]2
(17)
[∫
dkrS(kr)J0(krr)e
−iφ(kr)+ikzz
]}
r dr
Here, we have a triple integral over the transverse spa-
tial frequency kr where kz =
√
k2 − k2r . To make this
expression easier to analyze analytically, we define for
each of these integrals a different parameter, i.e. krj , krl
and krm. Our equation can then be written as:
∂a3(z)
∂z
=− 2iC0
√
I0 tan(θ3)
k∫
0
dkrjS(krj)
k∫
0
dkrlS(krl)
(18)
×
k∫
0
dkrmS(krm) I
(jlm)
TPM exp(i∆Φjlm − i∆kjlmz)
where I
(jlm)
TPM =
∫ rf
0
J0(krjr)J0(krlr)J0(krmr)J0(kr3r)rdr,
∆Φjlm = φ(krj) + φ(krl) − φ(krm) and ∆kjlm =
kzj + kzl − kzm − kz3.
Now, this model will allow us to predict how the ef-
ficiency of the first spectral broadening stage is affected
by the spectral phase of the input pump beam. In the
next two sections, we will use our model to understand
two different cases of the literature regarding the propa-
gation of Bessel beams in Kerr media.
V. SOFT OR ABRUPT INPUT CONDITIONS
Previous work by other groups [14, 25, 26] showed ex-
perimentally and numerically that an abrupt transition
between linear and nonlinear propagation of an intense
Bessel beam yields efficient generation of outer ring and
axial wave components. In contrast, this is much less
efficient when the Bessel beam is smoothly forming into
the nonlinear medium (see Fig. 1 in Ref. [26]). These
two input conditions are respectively referred to as soft
and abrupt input conditions.
In Fig. 3, we show numerical results of the NLSE, that
includes only Kerr effect, as described in section III A.
We use the same parameters as in table I except for the
input power which was reduced to Pin = 31.2 MW, corre-
sponding to a beam peak intensity of Imax = 9 TW/cm
2.
In the linear regime, this Bessel beam reaches its peak
intensity at z = 2160 µm. For the abrupt input condi-
tion, the nonlinear medium starts at this point, whereas
for the soft input conditions, the nonlinear propagation
starts at z = 0.
We compare the evolution of on-axis intensity and spa-
tial spectrum for soft and abrupt input conditions for the
same Bessel beam. We see, in agreement with literature,
that the abrupt transition generates pronounced on-axis
intensity modulation, in stark contrast with soft input
conditions. The evolution of spatial spectra can be com-
pared from Figs. 3(b-c). For the abrupt input condition
(c), the spectral intensity of the axial wave and outer ring
components quickly grows, with an intensity two orders
of magnitude higher than in the case of the soft input
condition (b). We note that the case of soft input condi-
tion physically corresponds to the same case as previous
sections. The oscillations of the on-axis intensity are re-
duced because of a smaller input power.
We will now use our reduced model to understand the
different behaviors. We demonstrate that the spectral
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phase distribution largely differs between soft and abrupt
input conditions, which impacts on the first stage of spec-
tral broadening.
We compare in Fig. 4(a) the input spectral amplitude
(green) and phase (red) corresponding to both cases. The
distance z˜ is the relative distance to the transition point
between the linear and nonlinear medium. While the
input amplitude is naturally the same (in the form of a
Gaussian), we notice that the phase distribution is much
steeper in the soft input condition case. In contrast, it is
quasi-flat within the spectral range around the peak of
the amplitude.
A quasi-flat spectral phase implies that spectral com-
ponents composing the pump wave are nearly in-phase.
Qualitatively, if each of these spectral components inter-
acts according to the four-wave mixing process described
above, then each signal wave generated from these inter-
actions will be in phase with the others. The resulting
signal wave at a given frequency will then be made of
constructive interference between all these waves, which
explains the very rapid growth of spectral components
at about all frequencies around the central one in the
abrupt input condition. In contrast, a steep spectral
phase profile, which implies out-of-phase spectral com-
ponents, leads to partially-destructive interferences and
the axial wave will then be weaker. Now, we use Eq.
(18) to obtain an analytical explanation. The triple
integral over the spectrum is unfortunately too heavy
and for sake of simplicity, we restrict the pump beam
to only two spectral components defined at kra and
krb, such that kra ≈ krb ≈ kr0, with φa and φb be-
ing their respective input spectral phases and consider
they have the same amplitude. The spectral distribu-
tion of each of interacting waves can then be written as
S˜(kr) = δ(kr − kr0) [exp(iφa) + exp(iφb)].
The signal wave intensity I3(z) = |a3(z)|2 is then found
to be proportional to:
I3(z) ∝
(
tan(θ3) I
(03)
TPM
)2
z2 sinc2[∆k03z/2] (19)
× [1 + cos(φa − φb)]3.
The growth of the signal wave intensity is propor-
tional to the term z2sinc2[∆k03z/2] which indicates the
above discussed oscillating behavior. Of particular inter-
est, I3(z, kz3) is proportional to the cube of the phase-
dependent term [1 + cos(φa−φb)] which shows that non-
zero phase difference quickly reduces the peak value of
the oscillations and thus decreases the magnitude of the
axial wave seed.
In Fig. 4(b), we numerically solve our reduced FWM
equation (19) over a more realistic case of a pump spec-
trum composed of five frequencies in the range kr/kr0 ∈
[0.96 − 1.04]. We plot the evolution of the signal wave
spectral intensity along propagation and compare results
in soft and abrupt input conditions. For each case, the
input spectral phase distribution is extracted from Fig.
4. In the soft input condition, initial spectral broadening
is very weak and the generated frequencies are close to
the central one. Notice that it gradually extends to more
frequencies for longer propagation distances in cascaded-
like fashion, in good qualitative agreement with numer-
ical simulations of Fig. 3(b) in the propagation range
[0 − 1500] µm. In contrast, in the case of abrupt input
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(bottom) abrupt input conditions respectively as described in
Fig. 4(a).
conditions, the spectrum very rapidly broadens, again in
agreement with Fig. 3(c).
Therefore, we conclude that the spectral phase is an
effective control parameter for the initial broadening
regime and therefore a control parameter for the insta-
bilities occurring in the second stage.
VI. CONTROL OF NONLINEAR
INSTABILITIES USING SHAPED INTENSITY
PROFILES
In this section, we will interpret previous numerical re-
sults on the control of nonlinear instabilities depending
on the initial intensity rise in Bessel beams propagating
inside nonlinear Kerr media. In Ref. [18], we compared
the nonlinear propagation of three Bessel beams with dif-
ferent on-axis intensity profiles in the linear propagation
regime. Their peak maximal intensity is chosen to be the
same in order to study the effect of the initial intensity
rise on the growth of nonlinear instabilities. These three
target intensity profiles are depicted in Fig. 5(a) and
are described as follows: the first profile, denoted pro-
file 1, is that of a conventional Bessel-Gauss beam (green
dashed line) identical to that we have used previously.
The second profile (profile 2) consists of a linear leading
edge followed by a flat-top intensity and parabolic decay-
ing trailing edge (blue dotted line). Profile 3 is identical
to profile 2 except that it exhibits a parabolic intensity
rise instead of a linear ramp (red solid line). Numerical
parameters are the same as in table I.
We used the same nonlinear propagation equation de-
scribed by Eq. (13). The evolution of the on-axis in-
tensity of these Bessel beams is presented in Fig. 5(b).
Compared to the case of the BG beam (profile 1), the
two other beams present oscillations of the central core
intensity that has the same period, but their amplitudes
strongly differ. Although profiles 2 and 3 only differ in
the initial intensity rise, the oscillation amplitude is sig-
nificantly smaller for profile 3.
In the spectral domain (Fig. 5(c)), the observed weak
on-axis intensity oscillations in case of profile 3 corre-
spond to weak intensity growth of the axial wave , below
-40 dB up to z = 4000 µm and its amplification remains
around -30 dB afterwards. In addition, in the initial stage
of spectral broadening, in the range z = [0 − 2000] µm,
we observe strong oscillations in the spectrum for profiles
1 and 2 while this oscillating behavior is initially absent
in the case of profile 3 and only appears at a propagation
distance around z = 3000 µm. Following the appear-
ance of these oscillations, both the axial wave and outer
ring increase in intensity which indicates that FWM pro-
cesses become active past this propagation point. How-
ever, their growth remains noticeably weaker compared
to the other two Bessel beams.
In Ref. [18], we reported that it is not because profile
3 has initially a low-intensity zone that nonlinear insta-
bilities are weaker. It is, as it is the case with soft and
abrupt input conditions, the input spectral phase that is
main factor of influence. Figure (5,d) shows the spectral
phase distributions corresponding to profiles 1, 2, and 3.
The BG beam (profile 1) has a spectral phase in the form
a linear ramp in the range (kr/kr0 ∈ [0.98 − 1.02]) and
is flat outside this range. The spectral phase distribu-
tion of profile 2 is similar to that of profile 1 except that
it exhibits very weak oscillations in the tails of the spec-
trum. In the case of profile 3, however, while the spectral
phase also takes the form of a linear ramp in the range
kr/kr0 ∈ [0.98 − 1.02], it varies significantly outside,
with a quasi-linear ramp.
The spectral domain of influence of the phase is the
range kr/kr0 ∈ [0.8 − 1.2] where a change in the phase
implies a deviation of the on-axis intensity by more than
5 % in linear propagation regime [18].
As in previous section, we will interpret the reduced
nonlinear instabilities for profile 3 by the phase mis-
match in the very broad pump spectrum. Using our re-
duced FWM model described by Eq. (18), we consider
the contribution of 27 spectral components in the cho-
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sen spectral range. This number has simply been chosen
as the minimum relevant number of waves necessary to
obtain a quantitative agreement with NLSE simulation
results. We numerically compute the spectral intensity
of the wave using Eq. (18) and compare its evolution for
spatial spectra corresponding to profiles 1 and 3. The in-
put spectral phases are the same as in Fig. 5(d) and the
relative amplitudes of the components are also described
by the respective spatial spectra of the profiles.
Our results are shown in Fig. 6. Profile 1 (BG beam)
shows the same parabolic structures as previously. In
contrast, this feature is totally absent in the case of profile
3 where spectral broadening only occurs starting from
a propagation distance of z ≈ 1700 µm. Particularly,
the spectral expansion is in good qualitative agreement
with NLSE simulation results of Fig. 5(c). We then
conclude that the phase of the low intensity tails of the
spatial spectrum also contribute to the initial spectral
broadening stage.
We stress that these conclusions are theoretically only
valid in case the phase distribution is preserved along
propagation. According to our numerical simulation of
the NLSE, the relative input phase remains approxi-
mately unchanged up to a propagation point of z =
1200 µm. As the spectral phase flattens because of lin-
ear propagation [24], FWM interactions become more ef-
ficient and inevitably lead to significant growth of the
axial wave and outer ring.
VII. CONCLUSIONS
In conclusion, we have developed a Four Wave Mixing
model in order to interpret the different characteristics of
the growth of Kerr-induced instabilities in Bessel beams.
We have shown that nonlinear spectral distortions are es-
tablished in two steps. The first step consists of spectral
broadening and the generation of an axial wave seed. In a
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second step, this axial wave seed is amplified and an outer
ring is generated via Four Wave Mixing. These new spa-
tial frequency components interfere with the main input
Bessel beam, yielding oscillations of the on-axis intensity.
We have then used a reduced model where only the
dominant wave mixing terms were present so that we
could expand the model to broad spatial spectra. This
reduced nonlinear model allowed us to understand pre-
vious experimental and numerical results where input
conditions of Bessel beams were yielding very different
growth rates of nonlinear instabilities. We have demon-
strated that these differences can be well explained from
the weak differences in input spectral phases, even out-
side the main peak of the spectral amplitude. We believe
this approach will open new ways to control nonlinear in-
stabilities, as well as to extend the applicability of Bessel
beams for new applications. We also note that further
work is needed to expand the model to ultrashort pulses
with broadband temporal frequency spectrum.
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